DUAL WATER INTERCONNECTION

TYPICAL ARRANGEMENT

DRAWING NUMBER: 1
SCALE: NOT TO SCALE
DATE: AUG 2014
DUAL WATER INTERCONNECTION
TYPICAL ARRANGEMENT

APPROVED WATER BUSINESS
SUPPLIED WATER METER

STRAINER TO CONFORM TO BACKFLOW
PREVENTION DEVICE MANUFACTURER’S
REQUIREMENTS

TESTING FERRULE (OUTLET CAPPED)
MINIMUM 20MM

ISOLATING VALVE.
IF BUTTERFLY VALVE TO BE GEAR SHUT TYPE
DIRTY BOX

SOUTH EAST WATER APPROVED PRESSURE
REDUCING VALVE THESE BEING:
HIGH HAZARD TESTABLE DEVICE

RESILIENT SEATED ISOLATING VALVE.
IF BUTTERFLY VALVE TO BE GEAR SHUT TYPE

REFERENCES

SPACER 5 x PIPE DIAMETER

SPACER 3 x PIPE DIAMETER

APPROVED PRESSURE REDUCING VALVE
BERMAD MODEL 720
SINGER MODEL 206PR
CLA-VAL MODEL 90
ME MACK

METERS TO BE INDEPENDENTLY
SUPPORTED FROM PIPE WORK

FINISHED SURFACE
LEVEL

MINIMUM COVER
AS PER
AS/NZS 3500.1:2003

ASSEMBLY SUPPORT
BRACKET TO SUPPORT
ASSEMBLY INDEPENDENT
OF RISER PIPES

APPROVED MATERIAL
RISER PIPE

FROM
DRINKING
WATER MAIN
REFER
DRAWING 1A

CONCRETE
BLOCK

APPROVED MATERIAL
RISER PIPE

Drinking Water Main
Class “A” Recycled Water Main

SCHEDULE OF ITEMS

<table>
<thead>
<tr>
<th>ITEM NO.</th>
<th>DESCRIPTION</th>
</tr>
</thead>
<tbody>
<tr>
<td>1 &amp; 2</td>
<td>REFER TO DRAWING 1A</td>
</tr>
<tr>
<td>3</td>
<td>ISOLATING VALVE. IF BUTTERFLY VALVE TO BE GEAR SHUT TYPE</td>
</tr>
<tr>
<td>4</td>
<td>DIRT BOX</td>
</tr>
<tr>
<td>5</td>
<td>SPACER 5 x PIPE DIAMETER</td>
</tr>
<tr>
<td>6</td>
<td>APPROVED WATER BUSINESS SUPPLIED WATER METER</td>
</tr>
<tr>
<td>7</td>
<td>SPACER 3 x PIPE DIAMETER</td>
</tr>
<tr>
<td>8</td>
<td>TESTING FERRULE (OUTLET CAPPED) MINIMUM 20MM</td>
</tr>
<tr>
<td>9</td>
<td>RESILIENT SEATED ISOLATING VALVE. IF BUTTERFLY VALVE TO BE GEAR SHUT TYPE</td>
</tr>
<tr>
<td>10</td>
<td>STRAINER TO CONFORM TO BACKFLOW PREVENTION DEVICE MANUFACTURER’S REQUIREMENTS</td>
</tr>
<tr>
<td>11</td>
<td>HIGH HAZARD TESTABLE DEVICE</td>
</tr>
<tr>
<td>12</td>
<td>SOUTH EAST WATER APPROVED PRESSURE REDUCING VALVE THESE BEING: BERMAD MODEL 720 SINGER MODEL 206PR CLA-VAL MODEL 90 ME MACK</td>
</tr>
</tbody>
</table>

MATERIALS

RISER PIPE
Approved Material
FINISHED SURFACE LEVEL
Minimum Cover
AS PER AS/NZS 3500.1:2003

 流量

南東水

"A" 级回收水

排水管

南東水

从饮用水管

根据1A图

安装支撑

根据线管独立

支撑

根据 riser 管

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NZS 3500.1:2003

图1A

批准材料

排水管

最小覆盖

根据 AS/NЗS 3500.1:2003